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Abstract 

The Tevatron liquefier is operated 
located on the second floor of the 

Building at Fcrmilab. 111~ cnttre plant 

from a control 
Liqucf lcr 
is monftored 

and controlled by operators in the control room. The 
control system is electronic and consists of loop con- 
trollers, sequencers and digital readouts installed in 
an operations console with interactive process display. 

Process readings from the plant are checked .for 
out-of-limits values by the sequencers each 8.3 ms. . The 
sequencers can display warning messages in color on the 
operations console to alert the plant operators to 
changes in the process. In the case of an alarm, one 
of the operators can correct the process from the 
control room by manually altering the loop controllers 
while monitoring the readouts of the process variables. 
The sequencers are capable of shutting down part or 
all of the process system if the combination of alarms 
is serious. 

A spectrographic nitrogen detector has been design 
ed and installed to continuously monitor contamination 
at the 1 ppm level in the helium procese. Gas from the 
process stream is excited to produce photon emission. 
A grating monochrometer is used to select light of one 
wuvclcngth. A photomultiplicr iTiCil8tltYXl the lntcnslty 
level of tile wavelength corrcepondlng to nitrogcu con- 
tamination. The high intensity of spectral lines from 
the helium process is ignored by this detection method. 
Tbe system is a continuous monitor with a rapid re- 
sponse. 

Introduction 

The Ccntml Hcllum Liqucffcr of the FermIlab 
Tevatron rcqufres a system to control the process shown 
in Figure 1. Two compressors operate in parallel to 
compress helium to 12 atm. in three stages. The helium 
then enters the cold box whet-c It is expanded using 
three turboexpanders and a final Joule-Thompson valve 
to produce liquid. 

The operations console is shown in Figure 2. Tbe 
upper portion of the console is a data panel 30 ft’ in 
area which is used to display a lighted flow diagram in 
color. The operators’ instrumentation includes.loop 
controllers which show the operator the value of the 

‘process variable and the opening of the corresponding 
control valve. The control loops are implemented in- 
dependently (i.e., they are coupled only by process 
upset) and the automatic loops have feedback response 

,with PID-action. Process variables not incorporated 
into control loops are also displayed at the console 
for the operator, Eighty analog process readings in 
the plant are checked for out-of-limits values. Texas 
Instruments 5TI1020 sequencers are used to perform 
ladder logic as described here and elsewhere.’ 

*Fermi National Accelerator Laboratory, Batavia, IL 
60510. Operated by Universities Research Association, 
Inc. under contract with the U.S.Department of Energy. 
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Figure 1. TS diagram. 

Control Loops 

Each compressor bna three unloading valves which 
bypass the fndlv.lduul stngcs (a total of six loops). 
The compressors have control loops to regulate dls- 
rharge pressure (two loops). The gas managementsystem 
involves four control loops to supply m&c-up gas to 
each compressor and return excess inventory to storage. 

The cooling system involves four on-off control 
loops to operate the fans in forced-air cooling towers. 
In. add 1 t.lon , two control loops regulate the temperature 
of the cylinder cooling water. 

The cold box requires three control loops on the 
inlet valves to the turbines. Bach turbine also uses 
a control loop which acts as a brake. The Joule- 
Thompson valve is the output element of a control loop. 
The flow of liquid nitrogen used for precooling is con- 
trolled by another loop. 

Sequencer 

The sequencer consists of input and outputmodules 
shown In Figure 3 connected to a processor. . In opero- 
tion, the sequencer is capable of performing three 
funct1011s. (1) It can scan a set of logic-level inputs 
called X. (2) It can produce a set of logic-level 
outputs called Y. (3) It can read and write a 512-bit 
word within the processor. ‘Ihis word is called the CR 
and its value is the internal state of the sequencer. 
Because of these three operating functions, the 
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sequencer is an example of a model computing machine 
described at a” early date.’ Perhaps this is not 
surprising; however, it is interesting that such a 
machine has found a practical applJc*ation over forty 
years after being first identified. 

The operation of the scqucnrcr is govcrnrd hy a 
program stored in 1024 words of X-bit memory. Illis 
program cannot be modified by program execution and 
therefore the program i’s serially reusable if the CR 
is initialized on each pass. Although the number of 
internal states of this machlnc Is very large 
(2256 - lo”), the size of the sequencer’s program 
effectively limits its computing power. This design 
makes the reliability of the scqucnccr software high. 
Operating experience over the last 12 months shows 
that the implementation of the machine in hardware is 
also high. 

Figure 3. Sequencer input and output modules. 

The sequencer is responsible for indicating alarm 
conditions on the operations console and for forming 
the permissive to the compressor main motors. In case 
the interlock logic is not satisfied, the sequencer is 
capable of preventing the startup of a compressor or 
causing a” emergency shutdown. The scqucnccr prevents 
compressor operation under the following conditions: 
(1) excessive vibrations at any of t!le detectors 
mounted on each oE the compressor cylinder heads, at 
three points on the compressor frame and on the motor 
towers of the fin-fan coolers; (2) low frame oil 
pressure; (3) high frame oil temperature; (4) lowcylin- 
der oil pressure; (5) high temperature of helium dis- 
charge at any cylinder; (6) high discharge pressure; 
(7) low water flow; (8) high water temperature; (9) 
low instrument air pressure. A second sequencer 
prevents operation of the cold box in case of any of 
these failures : (1) motor overload or other shutdown 
of turbine. of1 pumps; (2) loss of turbine oil pressure; 
(3) high turbine oil temperature; (4) incorrect valve 

Figure 2. Operations console for the helium compressors and cold box. 

line-up for turbine operatfon; (5) turbine ovcrspeed; 
(6) failure of speed indicator circuit; (7) low 
temperature at the exit of the last turbine; (8) loss 
of instrld!fng v0cIuua1; (9) low flow of water through the 
vacuum pump. 

Spectrographic Nltrogcn Detector 

Tbc development of thisdevice was motivated by 
the need to keep impurities in the helium stream to 
the lJqucfic%r at a very low lcvcl. ‘Il~Ia la nbsolutcly 
nccwsury to ;~vold dut~~iglng Lurblnc:t , p I ugglug valves 
and lines, and impairing the efficiency of heat 
exchangers. The most troublesome contaminants in 
prnctlcc tend to he nltrugcn nnd oxygen with nltrogc~a 
being the largest contributor nnd the must difficult to 
monitor at very low levels of the order of one part per 
million. 

‘Jl~e method used to detect nitrogen is to observe 
the characteristic molecular spectrum emitted when the 
gas is optically excited in an electric arc. ‘The 
difficult part is to maintain a stable excitation. 

A stable excitation has been obtained by using an 
nlternntlng electric field of a freqcrcncy of 100 kHx 
and a fJeld strength or about 5000 V/cm ~cruss a p;clr 
of tungsten electrodes placed in the contnmInatcd 
hcl lum mcdlum at :ttila)t+phcrlc pressure. Nurm;ll Jy. th 1s 
excitation will not brcnk the gas down initially or 
restore the arc if a quench occurs. A dc voltage is 
applied at the level of about 15000 V/cm which breaks 
the gap down. This “keep alive” current is limited to 
150 IIA by a scrlcs 10 M resistor. It is also observed 
that once the ac arc ignites, the dc current has no 
effect. 

Once the arc is glowing, it is easy tb distinguish 
even by direct observation that helium with 50 ppm 
dltrogen contamination produces a blue arc whereas pure 
helium products a vary pink arc. To make the syetc?m 
automatic and scnsitfvc the arc is projected on the 
entrance sllt of a grating monochromator with a single 
quartz doublet of focal length 35 mm. ?he monochro- 
mator is equipped with a photomultipller detector. 

After early testing and development the device has 
found useful and continuous operation in a working 
liqttefier at Fermllab for the past year. It is cur- 
rently on Line at the 1500 W refrigerator being used to 
supply liquid helium for the superconducting magnet 
testing program. It has proved steady, reliable and 
was readily maintained and used by the refrigerator 
operating crew. 

-%- 
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0 With the monochromator set at a wavelength of 3924 
A, a &lit width of 200 microns, one con get n ~lgnal 
of 10 mV!Qpm of nitrogen (by volume). Under these con- 
ditions the photomultiplier’is set at 600 V supply nnd 
the anode load is the chart rccordcr Input lmpedoncc of 
2 m-2. 

The background of apparent nitrogen in our opera- 
ting system is about 5 Qpm and there is a stray light 
signal equfvalent to about 4 ppm. We normally run with 
the chart recorder set to alarm at 10 ppm. 

We plan, in the future, to attempt to apply this. 
device to other substances in the helium stream, such 
as oil or neon. The principle should work for other 
process gases as well. 

The details of the spectrum are described else- 
where. a Figure 4 shows the general layout of equipment. 
Figure 5 shows the RF amplifier which gives the stable 
arc. Figure 6 shows a wavelength spectra of pure 
helium and 4 ppm nitrogen. In operation the device is 
left at the nitrogen peak. 

Q 

Figure.4. General se t-up of SQectrUgraQhiC 
nitrogen detector. 

At contamination levels above -100 ppm the arc 
begins to quench and tbc nitrogen signal dimlntshes. 
In our Installation this limits the use of thedetector 
nbovc 100 ppm. Above this level we normally use a 
commurclal thcrnrnl conductlvlty davlcc. It ia posslblu 
to extend the range of the device by compensating for 
this effect by monitoring the total light output. 

Figure 6. -Chart recorder scan. 
y = light output, 
x = wavelength. 
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Figure 5. Circuit to supply power to the arc. 


